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1V - MAINTENANCE AND REPAIRS

WASHING OF THE BOTLER ELEMENTS

a) General points

Combustion of guel 0if n° 2 causes the formation of deposits on the tubes

exposed to the hot gases :

- cdndens on the generator tubes, particularly in the combustion chamber,

- sulphate and vanadium derivative deposits on the superheater tubes,

- sulphate and A00t deposdits in the economizers, particularly in the Low-
temperature Green economizer.

The deposits on the superheater tubes can be removed by washing with hot watex.

The 00t in the economizers can be recovered in part by vacuum cleaning or

removed by washing.

b) Fregency of cleaning

The frequency of cleaning to be recommended cannot be Laid down in any precise

manner ; 4t depends on the percentage of impurities in the fuel, on the quality
04§ combustion, -on the effectiveness of fuel additives, ete...

IZ {5 recommended that washes be spaced out as much as possible, being carried

out at the earliest after 3 000 hours of operation, but perhaps occurring ondy

every 6 000 hours, provided that intermediate inspections of the elfements prove
satisgactory.




